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 Input Assumptions for Non-Residential Duct Systems 

CASE Total duct Supply duct Return duct 

CODE Leakage, % R Value R value 

1001 22 4.2 4.2 

1002 22 8 8 

1003 8 4.2 4.2 

1004 8 8 8 

 


